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12" x 6" TAPPING SLEEVE & VALVE

2 EA

265 L.F.

6" PVC (C-900) FIRE LINE
FIRE HYDRANT COMPLETE
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PRACTICE FIELD

CONSTRUCTION NOTES

A @ INSTALL 12" x 6" TAPPING SLEEVE AND VALVE
PER MAG STD. DETAIL 340.

NEW FIRE DEPARTMENT CONNECTION, SEE FIRE LINE

SPRINKLER PLANS INSIDE BUILDING

€

INSTALL 6" VALVE BOX & COVER PER MAG STD. DETAIL
391-1, TYPE"C" & 6" D.I.P.

INSTALL FIRE HYDRANT PER MAG STD DETAILS 360, 362 AND
TOG STD. DETAILS GIL-320-1 AND GIL-320-2.

@ INSTALL 6" PVC (C-900) FIRE LINE (INVERT= 88.00).

6 INSTALL 6" PVC (C-900) FIRE SPRINKLER LINE. (INVERT= 88.00%).
SEE SPRINKLER LINE PLANS FOR EXACT LOCATION AND
CONTINUATION INTO BUILDING.

@ REMOVE EXISTING 2% " WATER LINE AS SHOWN. FILL AND
COMPACT TRENCH.

LOWER 2% " AND 1/%" WATER LINE WITH REDUCER AS SHOWN BELOW
NEW 6" FIRE SPRINKLER LINE AND 4" WATER SERVICE (12" MINIMUM

SEPARATION).
@ INSTALL 4 GUARD POSTS AS SHOWN PER TOG STD. DETAIL GIL-359.

@ REMOVE PORTION OF EXISTING FIRE SPRINKLER LINE AND PLUG
AS SHOWN.

@ RELOCATE AND OR LOWER EXISTING 1/ " WATER LINE AS NECESSARY.
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(FIRE, WATER LINES

& STORM DRAIN)

ALL FIRE LINE, WATER LINES INVERTS= 88.00+

{STORM DRAIN BEING LOWER).
SEE GRADING AND DRAINAGE PLAN FOR STORM/
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PROPOSED 4"
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ALL CLEARANCES WITH STORM DRAIN ARE GREATER THAN 12"
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INSTALLATION IN
ADJACENT WAYS
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ADJUST ALL WATER VALVES, CLEANOUTS, MANHOLES, ETC... TO FINAL GRADE PER
M.A.G. AND C.O.P. STANDARD DETAILS. HEAVY-DUTY TRAFFIC RATED FRAME & COVER
SHALL BE REQUIRED IN ALL TRAFFIC AREAS.
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MARTIN ENGINEERING

& SURVEYING, INC.

1734 E. FRIER DRIVE, PHOENIX ARIZONA, 85020 (602)944-5829
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Call at

R

least two full working days before
you begin excavation.

ZON@

Arizona Blue Stake, In:

Dial 8-1-1 or 1-800-STAKE-IT (782-5348)
In Maricopa County: (602) 263-1100
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FIRE LINE  AND NEW STORM DRAIN INSTALLATION IN ADJACENT WAYS


